lIrf-HWR-fe-software - Issues

# Tracker Status Priority Subject Assignee Updated

24884 Bug New Normal Labview gain limits Philip Varghese 09/01/2020 06:22 PM

24583 Bug New Normal HWR Cavity power and gradient calibration 07/10/2020 11:28 AM

24581 Bug Resolved High Labview cavity number interface update Shrividhyaa Sankar Raman 07/22/2020 11:13 AM

24577 Bug Resolved Normal HWR LabVIEW issues Shrividhyaa Sankar Raman 07/07/2020 08:36 AM
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